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Low-Concentration Solar-Power 
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Applications: Overview and Further 
Developments
Christos N. Markides*
Clean Energy Processes (CEP) Laboratory, Department of Chemical Engineering, Imperial College London, London, UK
This paper is concerned with the emergence and development of low-to-medium-grade 
thermal-energy-conversion systems for distributed power generation based on thermo-
dynamic vapor-phase heat-engine cycles undergone by organic working fluids, namely 
organic Rankine cycles (ORCs). ORC power systems are, to some extent, a relatively
established and mature technology that is well-suited to converting low/medium-grade 
heat (at temperatures up to ~300–400°C) to useful work, at an output power scale from a 
few kilowatts to 10s of megawatts. Thermal efficiencies in excess of 25% are achievable 
at higher temperatures and larger scales, and efforts are currently in progress to improve 
the overall economic viability and thus uptake of ORC power systems, by focusing
on advanced architectures, working-fluid selection, heat exchangers and expansion
machines. Solar-power systems based on ORC technology have a significant potential 
to be used for distributed power generation, by converting thermal energy from simple 
and low-cost non-concentrated or low-concentration collectors to mechanical, hydrau-
lic, or electrical energy. Current fields of use include mainly geothermal and biomass/
biogas, as well as the recovery and conversion of waste heat, leading to improved energy 
efficiency, primary energy (i.e., fuel) use and emission minimization, yet the technology
is highly transferable to solar-power generation as an affordable alternative to small-to-
medium-scale photovoltaic systems. Solar-ORC systems offer naturally the advantages 
of providing a simultaneous thermal-energy output for hot water provision and/or space 
heating, and the particularly interesting possibility of relatively straightforward onsite
(thermal) energy storage. Key performance characteristics are presented, and important 
heat transfer effects that act to limit performance are identified as noteworthy directions 
of future research for the further development of this technology.
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iNTRODUCTiON AND MOTivATiON
The recently heightened interest in issues relating to energy and 
the environment has given rise to an intensified debate in the 
public domain, the scientific community, industry, government 
and policy circles, and even the financial and investment sectors, 
concerning the role that a wide variety of energy (fuel-to-power 
and heat-to-power) technologies can play within competing 
visions of both global and national energy futures. Rapid devel-
opments have been observed in the areas of energy generation, 
management (transportation, conversion, storage and supply) 
and consumption in all their facets, spanning a range of scales and 
diverse applications. An important aspect of the energy challenge 
concerns the harnessing of renewable and sustainable energy 
sources, such as the solar resource, for the provision of power, 
heating, and also, depending on the need, cooling (Markides, 
2013). The IEA projects that solar energy has the potential to 
cover one-third of the world’s energy consumption by 2060 under 
favorable conditions. This represents a significant displacement 
in the utilization of fossil fuels, and thus both in the consumption 
of this finite resource and in the consequent release of harmful 
emissions to the atmosphere.
Although fossil fuels will remain the most important (and 
dominant) primary energy resource over the next decades, 
renewable energy technologies have received particular attention 
in both developed and developing countries, yet for different 
reasons. In the case of the former, the attention has been strongly 
supported by public opinion, driven by a desire for energy diver-
sification and decarbonization in an effort to move away from an 
existing reliance on fossil fuels and toward a more secure, clean, 
and sustainable energy portfolio. In the latter, including in China, 
India, and the rest of the BRICKS, this has arisen in response to 
a need to drive the strong economic growth that is being experi-
enced and a desire to raise living standards, which are known to 
correlate with higher energy use (MacKay, 2009; Markides, 2013), 
while addressing health (e.g., clean environment) concerns that 
have emerged from rapid industrialization. In both cases, these 
trends have established renewable technologies as an indispen-
sable contributor to energy generation, with exponential growth 
experienced in the sector in recent decades.
Solar-based renewable energy systems can be deployed to 
deliver electricity and also to provide hot water, generate space 
heating and even cooling at different application scales, depend-
ing on the specific requirements and the technologies employed. 
It is generally accepted that photovoltaic (PV) panels and solar-
thermal (ST) collector systems are highly suitable options for 
onsite renewable energy generation. The former can provide an 
electrical-energy output to cover end-users’ electricity needs, 
while the latter can provide a thermal-energy output for water or 
space heating at much higher efficiency [50–80% (Freeman et al., 
2015a)]. A UK-based analysis by McKinsey in 2007 identified 
solar hot water as the leading solution in terms of greenhouse gas 
(GHG) abatement potential (Confederation of British Industry, 
2007), even in this northern climate with its restricted solar 
resource compared to other regions.
The PV market has been experiencing a well-documented 
exponential growth for over two decades, driven strongly by 
installations in Europe, and more recently Asia, assisted by a 
broad range of incentivization programs. Global installed 
capacity has been increasing on average by at least 40% year-on-
year, and in some cases close to 50%, with a doubling time of 
1.8–2.0 years over the last 20 years. At the same time, costs have 
been decreasing strongly, driven by increased production mainly 
in China, to the point where solar PV is now close to achieving 
“grid parity” (i.e., at a price competing with the purchase of con-
ventional power from the electricity grid). The price of crystalline 
silicon (c-Si) solar cells has been falling by 10–15% per year with 
a 4.5–5.0-year halving time over the last 30 years. Currently, the 
largest PV power station in the world (the Topaz Solar Farm in 
the US) stretches over 25 km2 and has a ~0.5 GWp peak capacity; 
given actual load factors and performance, this corresponds to an 
output of up to ~1 TWh/year (~0.1 GW or 3.6 PJ/year).
When considering electricity generation from solar energy, 
and with exception of large/utility-scale (defined as >4–5 MW, 
Wolfe, 2015) ST power-generation plants, the focus is often 
placed exclusively on PV, typically flat-panel non-concentrated 
PV based on a range of semiconductor materials. Arguably, this 
practice is done to an extent that, for the most part, PV technolo-
gies are often mentioned synonymously with solar energy, thus 
largely displacing ST power from the discussion. Nevertheless, 
large-scale ST power plants based invariably on concentrated 
solar collectors (mainly parabolic trough concentrators with 
single-axis solar tracking, but also solar tower receivers with 
two-axis tracking heliostats), and referred to as concentrated 
solar-power (CSP) plants, are also a mature technology which is 
suitable for solar-power generation. The largest CSP plant in the 
world (Ivanpah Solar Power Facility, USA) covers 14 km2 and has 
a rating of ~0.4 GW (or 13 PJ/year).
The global overall operational (full-load) capacity of utility-
scale PV power stations amounted to ~36 GWp (or, ~7 GW) at 
the end of 2014 (Wolfe, 2015) (at the same time, total cumulative 
capacity across all scales was closer to 180 GWp, or 30 GW), while 
that of utility-scale CSP electricity production reached ~4 GW 
at the end of 2013 and was projected to approach ~5 GW at the 
end of the same period as above (i.e., 2014) (Hashem, 2015). The 
levelized electricity cost (LEC) of CSP is similar to that of PV 
(both fall in the range ~$100–200/MWh depending on the scale 
of application), although CSP has an edge in terms of efficiency 
(Lazard, 2013; Markides, 2013). Cradle-to-grave GHG emissions 
from the solar options are also comparable. A meta-analysis 
reported in Markides (2013) gave for PV: 18–67 g for thin-film 
CdTe and 32–104  g for Si and for CSP: 14–90  g for trough, 
21–60 g for receiver, and 22–58 gCO2/kWh for dish collectors. 
Importantly, up to 15  h of thermal storage can be provided in 
the case for demand matching and load factor improvement at a 
fraction of the cost of equivalent-scale electricity storage.
Yet beyond conventional solar-power from PV and CSP, 
hybrid PV-ST (PVT) systems and also solar combined heat and 
power (S-CHP) systems based on non-concentrated or low-
concentration ST collectors in conjunction with thermodynamic 
power cycles are alternative solar-energy options in smaller/
distributed-scale applications, which offer the distinct advantage 
of providing from a single system both a thermal-energy (e.g., for 
water heating) and an electrical-energy output. These systems are 
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unlikely to be considered for large-scale use, since the thermal 
output, although equally (if not more, arguably, in certain north-
ern regions) important, is less fungible compared to electricity. 
Still, distributed ST power systems based on these technologies 
can and should play a role in a future with increased penetration 
of renewable technologies into the energy landscape.
SOLAR HYBRiD AND COMBiNeD HeAT 
AND POweR SYSTeMS
In hybrid PVT systems, the synergistic combination of ST and 
PV technology allows for the electrical and thermal outputs to 
be obtained simultaneously, while reducing the losses in the 
electrical efficiency of the PV module caused by the increase in 
the operating temperature of the cell due to solar heating. The 
loss reduction is achieved in practice by using a cooling flow of 
either air or water through or over the unit. If designed correctly, 
this allows improved efficiencies compared to stand-alone PV 
modules (Herrando et al., 2014), while also making available a 
hot stream of air or water as a thermal output from the system 
that can be used for hot water provision, space heating, or cooling.
Current applications of hybrid PVT systems typically prior-
itize the electrical output, which requires the panels and thus 
the cooling fluid (air or water) to be kept at a low temperature. 
This allows the PV cells to achieve high electrical efficiencies but 
also decreases the usefulness of the thermal output. On the other 
hand, if a PVT system is designed to provide higher cooling-fluid 
delivery temperatures, then the PV cell efficiency will deteriorate 
to some extent relative to the optimal electrical power-output 
setting. Hence a trade-off between the two outputs is sought that 
depends on the end-user needs.
It is necessary to consider that PVT panels are associated with 
significantly higher (approximately ×2) capital costs per unit area 
compared to PV-only equivalents (Herrando et al., 2014). This 
introduces competition from ST-based alternative solar-energy 
options that are also capable of providing combined thermal 
and electrical-energy outputs, such as S-CHP systems (Freeman 
et  al., 2015b). S-CHP systems employ ST collectors to convert 
solar radiation into a hot fluid-stream (i.e., an enthalpy flow) and 
a power-generation component to convert this (partially) to a 
mechanical or hydraulic output. The focus here is on simple and 
affordable non-concentrated and low-concentration collectors, 
and power generation based on thermodynamic power cycles 
(i.e., heat engines). From this mechanical or hydraulic output, 
electrical power can be generated with the use of generators. 
S-CHP systems can, therefore, be used to deliver heating and a 
mechanical, hydraulic or electrical power output depending on 
the requirements of the application. In addition, as is the case 
with PVT technology, the thermal output can be used for hot-
water provision, space heating, or cooling. Since these systems 
are based fundamentally on the use of thermal energy, including 
for the generation of the electrical output, they benefit naturally 
from thermal-energy storage (TES) as a part of their operation. 
One aspect of S-CHP technology that is of importance con-
cerns suitable ST collector designs for such systems. Given the 
coupling of the performance of the ST collector component(s) and 
that of the power-generating component(s), optimized S-CHP 
systems require collectors that are designed to operate efficiently 
at temperatures higher than those typically associated with solar 
hot-water provision. Although conventional collectors can be 
utilized in such systems, this is an area of particular interest.
Recent simulations relevant to Northern European climatic 
conditions (specifically, the UK) have shown that a simple 
domestic S-CHP system-design operating with a 15  m2 roof-
top collector array (specifically, conventional non-tracking 
evacuated-tube collectors) can produce power in the region of 
700–780 kWeh/year (continuous power of 80–90 We) and displace 
310–350 kgCO2(e) in emissions at a capital cost of $6,800–8,500, 
of which $4,200–6,000 is attributed to electrical power genera-
tion and the rest to solar hot-water heating. This corresponds to 
an installed total cost per unit power generation of $85–95/We, 
$53–68/We of which is associated with electricity generation 
alone. This system also demonstrated a potential for producing 
up to 86% of the household’s hot-water requirement, corre-
sponding to an additional 470 kgCO2(e) in emission reductions 
(Freeman et al., 2015b). With an advanced system architecture 
incorporating a two-stage solar collector/evaporator configura-
tion and a more suitable working fluid, a maximum net annual 
electrical-work output of 1,070 kWeh/year (122 We) and a solar-
to-electrical efficiency of 6.3% have been reported (Freeman 
et al., 2015c). This would cover ~32% of the electricity demand 
of a typical, average UK home, and represents an improvement 
of more than 50% over the previous effort by the same authors. 
By comparison, a similarly sized (15 m2) c-Si PV system costing 
around $11,600 can be expected to output 200 We in the same cli-
mate, at an installed cost of ~$59/We; a value in the middle of the 
$53–68/We range given above for the simple S-CSHP system. The 
purchase and installation cost of equivalent side-by-side PV and 
ST systems (covering the same area) would range from $14,700 to 
$15,500, giving a cost per unit generating capacity of ~$113/We. 
This figure can be directly compared to the $85–95/We range that 
was given above for the simple S-CHP system. For a PVT system, 
the purchase and installation cost is in the region $12,400–13,200, 
with a cost per unit capacity of ~$59/We based on an output of 
~215 We. This value may appear lower than the total capital cost 
per unit delivered power by the simple S-CHP system ($85–95/
We); however, the PVT alternative has a significantly reduced 
capacity for hot water provision, amounting to 35% of household 
consumption at best (as predicted in Herrando et al., 2014).
The present author stated in Markides (2013) that “In sum-
mary, dwindling resources and rising energy prices, together with 
a growing public acceptance and even demand for government 
regulation to address sustainable development, environmental 
and health concerns, fuel economy and energy security issues are 
acting, and will continue to act, as major and intensifying drivers 
for the widespread application of energy efficiency schemes and 
the utilization of alternative energy sources to fossil fuels.” In 
this present paper we are concerned with non-concentrated and 
low-concentration combined solar systems (i.e., S-CHP) for the 
supply of electricity, and if necessary also hot water and/or space 
heating or cooling. Furthermore, the interest is in distributed 
applications in the domestic (1–10 kWe) and commercial/indus-
trial (10–100 s of kWe) sectors, i.e., individual households, whole 
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residential and commercial buildings, and industrial plants. 
Therefore, the conversion technologies considered here cover a 
range of (electrical) power-output scales from 1 kWe to 1 MWe. 
As a rough guide, scales of the order of ~100 kWth (thermal) and 
~10 kWe (electric) would correspond to approximate collection 
areas of the order of 1,000 m3 (or, ~30 m × 30 m). In addition, the 
focus is on heat-source temperatures below 400°C.
The following sections attempt to justify rationally the interest 
in suitable solar-energy technologies based on thermodynamic 
power cycles, focusing in particular on power-generation 
performance, costs, and other important characteristics. Aspects 
of scale and the use of distributed versus centralized energy 
systems will be discussed, and suitable technologies that can 
contribute in the short-to-medium term toward a high efficiency 
and sustainable energy future will be identified.
TeCHNOLOGY APPRAiSAL
efficiency Considerations of Common 
Systems
Figure 1 is a performance map that shows the thermal efficien-
cies, ηth, of common power systems over a range of heat-source 
temperatures, Thot, from 100 to 1,400°C. Included in this 
figure is the relative performance of thermoelectric generators 
(TEGs), a competing technology for thermal-energy conversion 
directly to electricity based on the Seebeck effect. The maxi-
mum thermodynamic limit imposed by the Carnot efficiency, 
ηC = ηth =  1 −  Tcold/Thot, is indicated by the blue line, and the 
Novikov and Curzon–Ahlborn efficiency results from endor-
eversible analyses, ηth = 1 − (Tcold/Thot)0.5, is indicated by the green 
line. A heat sink is selected with a fixed temperature Tcold = 25°C.
FiGURe 1 | Thermal efficiency, ηth, of common thermodynamic heat 
engines and TeGs over a range of heat-source temperatures, Thot. 
The circles represent actual ORC and Kalina cycles’ applications; squares are 
for various Rankine cycles; triangles for solar dish Stirling and CCGT cycles; 
diamonds for conventional Stirling; and stars for TA engines. The solid red 
line represents the current performance of TEGs, with the three dashed red 
lines indicating TEG figure-of-merits ZT = 1, 2, and 4.
The circular points in Figure  1 represent systems based on 
organic Rankine cycle (ORC) and Kalina (ammonia–water) 
cycles in actual solar, geothermal and waste-heat plants up to 
Thot  ≈  350°C (Bianchi and Pascale, 2011). The square points 
represent, in order of increasing heat-source temperature:
•	 Thot ≈ 300–400°C: large-scale nuclear-powered steam- 
Rankine cycles;
•	 Thot ≈ 400–600°C: large-scale CSP Rankine cycles; and
•	 Thot ≈ 550–800°C: large-scale conventional coal-fired Rankine 
and advanced supercritical coal Rankine cycles.
In addition, the diamond points in the figure are taken from 
Nightingale (1986) and Bianchi and Pascale (2011), and represent 
the performance of Stirling-engine cycles, while the triangle at 
Thot ≈ 700°C represents a highly concentrated solar-dish Stirling 
cycle. The stars are from the high-performance (traveling-wave) 
thermoacoustic (TA) engine reported in Backhaus and Swift 
(2000). Internal combustion engines (ICEs) based on Diesel and 
Otto cycles are also shown on the far left of the figure, along with 
a combined-cycle gas turbine (CCGT), i.e., Joule/Brayton top 
cycle plus Rankine bottoming cycle, at Thot > 1,300°C.
The solid red line in Figure 1 indicates current performance 
of TEGs, and the three dashed red lines indicate theoretical 
efficiencies, ηth = ηC × [(1 + ZT)0.5 − 1]/[(1 + ZT)0.5 + Tcold/Thot], 
attained by TEGs given figure-of-merits: ZT  =  1, 2, and 4. 
As above, a heat sink temperature of Tcold =  25°C is used. In 
this expression, the modifying ratio multiplied by the Carnot 
efficiency accounts for Joule losses (i.e., losses due to parasitic 
electrical power dissipation and conversion to heat) and other 
inherent irreversible processes in TEGs (Snyder and Toberer, 
2008). In evaluating the performance of actual TEG systems, 
ZT(Thot) values for different materials were taken (Li et  al., 
2010; Szczech et  al., 2011) and used in this expression at the 
corresponding heat-source temperature, Thot, at which they are 
mentioned in the stated references. The dashed lines where gen-
erated with this same expression, assuming that the value ZT is 
maintained constant over the range of investigated heat-source 
temperatures, Thot. It is noted that current “best” performance 
in terms of ZT (also indicated in Figure  1), is around 2.1 at 
800 K/530°C (Hsu et al., 2004) and 2.2 at 900 K/630°C (Biswas 
et al., 2012) attained under laboratory conditions, while com-
mercially available systems can be found with ZT values of 
unity (ZT ≈  1). Vining (2009) also mentions a material with 
a ZT value of 3.5, but this does not yet lend itself to being 
produced in bulk quantities as would be required in practical 
applications.
The value of ZT = 4 is referred to in Vining (2009) as being 
“ambitious,” yet possibly feasible. The opinion of the present 
author is that a significant breakthrough will be required to attain 
a working, commercially available and economically competitive 
TEG system operating at an average value of ZT = 4, and even 
then it is unlikely to emerge in the range of power-output scales 
and temperatures that are of interest here, i.e., >1 kW and 
<400°C. Therefore, the inescapable conclusion from Figure  1, 
which is reached also by Vining (2009), is that although TEGs 
may yet become appropriate for small-scale applications which 
require power outputs <100 W, it is unlikely that they will play a 
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role in the type and range of applications that are considered in 
the present work, i.e., >1 kW and <400°C.
It can also be seen from Figure 1, as would be expected from 
simple thermodynamic principles, that plants based on vapor-
cycle heat engines (i.e., involving phase change) outperform gas-
phase heat engines for heat-source temperatures <700–800°C. 
This is due to the significant penalty paid for the compression of 
the gas relative to the power produced during expansion.
Moreover, the figure suggests that ORCs are the preferred 
heat-conversion technology at temperatures <400°C. It is both 
interesting and important to consider the reasons for which ORCs 
have the potential to outperform equivalent power-generation 
systems such as conventional steam-Rankine cycles at these 
lower temperatures, especially in the power range of our focus 
applications, i.e., 1 kW to 1 MW. This is done in Section “Rankine 
Cycle Ideal Maximum Power,” but before we proceed to these 
considerations, a brief mention ought to be made of alternative 
technologies that have been attracting increased interest recently 
owing to their suitability for use with low-grade (i.e., tempera-
ture) heat sources, such as ST energy, in the same applications 
and, therefore, range of temperatures and scales.
Alternative Technologies
Thermofluidic oscillators are unsteady thermodynamic heat-
engine devices in which persistent and reliable thermodynamic 
property (pressure, temperature, etc.) oscillations are generated 
and sustained by constant temperature differences imposed by 
static external heat sources and sinks. A defining characteristic of 
these unsteady heat engines is that the working fluid contained 
within the device undergoes a thermodynamic cycle by virtue 
of the oscillatory time-varying flow of the fluid through the 
various connections (i.e., pipes and tubes) and compartments 
of the device. Oscillatory working-fluid motion is thus a neces-
sary condition for operation, in direct contrast to conventional 
systems in which the cycle is undergone as the working fluid flows 
steadily from one individual component to the next, with each 
component responsible for a specific and well-defined process of 
the cycle. Common examples of such systems are TA engines, and 
Fluidyne and Stirling engines. As shown in Figure 1, however, 
the efficiency of these devices is limited at lower temperatures, a 
characteristic which is in some applications can be offset by their 
simple designs, long lifetimes, and low costs.
Two-phase thermofluidic oscillators (TFOs) (Smith, 2006) 
share a common feature with these types of devices in that 
reciprocating, positive-displacement work is produced by 
sustained flow and pressure oscillations of the working fluid. 
TFOs are vapor-phase heat engines, in that a cyclic (periodic) 
two-phase thermal interaction with two heat exchangers (hot 
and cold) contained within the device is established. The hot 
heat exchanger (HHX) introduces a high-temperature region 
inside the device (hotter than the saturation temperature of the 
working fluid), while the cold heat exchanger (CHX) introduces 
a cold-temperature region. The alternating thermal interaction of 
the working fluid with the hot and cold regions results in periodic 
evaporation and condensation processes that induce the forcing 
necessary to sustain the thermodynamic cycle and to drive the 
positive-displacement work done by the fluid in a suitable load.
Therefore, it can be noted that the key, defining characteristic 
of TFOs compared to (single-phase) TA engines, Fluidyne and 
Stirling engine variants is their inherent reliance on phase change 
during operation. This choice carries a set of important advantages 
and also inevitable disadvantages. One key advantage arises from 
the high heat transfer coefficients that are associated with phase 
change, which can be an order of magnitude (or more) higher 
than those associated with single-phase forced convection. This 
allows significant heat transfer over relatively small temperature 
differences, which is important when dealing with low-grade heat 
sources, and also over smaller areas. In turn, it implies smaller, 
more compact, and simpler heat exchangers, which has a direct 
implication on the eventual capital costs of these systems; an 
important consideration especially for the conversion of solar 
and other renewable energy streams (e.g., geothermal), as well as 
waste heat (see Section “Cost Considerations”).
Example TFO devices are the “Non-Inertive-Feedback 
Thermofluidic Engine” (NIFTE) (Markides and Smith, 2011; 
Solanki et al., 2012, 2013a,b; Markides and Gupta, 2013; Markides 
et al., 2013, 2014; Palanisamy et al., 2015) that is being developed 
as a solar-powered fluid pump, and the even more recent “liq-
uid Stirling engine” (also known as the “Up-THERM” engine) 
(Glushenkov et al., 2012) that is currently under development as 
a combined heat and power (CHP) prime-mover. In both cases, 
these technologies are suited also to the conversion of ST energy, 
and a key strength is their simple construction with a reduced 
number of moving parts and dynamic seals, thus leading to low 
capital and maintenance costs and long lifetimes, as mentioned 
earlier. However, although the thermodynamic performance 
of these TFOs has improved significantly in recent years, it is 
expected to remain considerably lower than that of equivalent 
ORC power systems, at least for heat-source temperatures 
upwards of 80°C. Specifically for the NIFTE, thermal, and exergy 
efficiency values at low temperatures (<100–200°C) are expected 
to remain within the range originally predicted in Markides 
(2013) for this technology, i.e., 1–5% and 5–20%, respectively, 
depending on the characteristics of the device configuration, the 
application and the mode of operation. Given these low values, 
TFOs are not considered further in this paper.
Furthermore, a particularly interesting alternative technology, 
known as the trilateral cycle or trilateral flash cycle (Fischer, 2011; 
Ajimotokan and Sher, 2015), can offer potential performance 
benefits at the lower temperature ranges (typically below ~150°C), 
even compared to ORCs. This option was not discussed in Section 
“Efficiency Considerations of Common Systems” and is absent 
from Figure 1, since the focus here is on solar applications where 
higher temperatures can be attained from low-cost collectors, in 
which case ORCs should hold a performance edge.
Rankine Cycle ideal Maximum Power
We return to consider the performance of Rankine cycles, and 
in particular the comparative performance of organic fluids 
relative to water/steam as the working fluid in such cycles. It is 
commonly perceived that the employment of organic compounds 
as working fluids with lower boiling points compared to water 
(at the same pressure) is necessitated when low heat-source 
temperatures are involved, since these cycles are associated also 
FiGURe 2 | effect of heat-source cooling and heat-sink heating on 
ideal maximum cycle power output per unit heat-capacity rate 
( ) ( ) , mc mcp phot cold=  showing locus of maximum net output power, 
with Tcold,in = 20°C.
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with low evaporation temperatures. A typical argument suggests 
an inability to employ water at heat-source temperatures <100°C, 
given that water will not evaporate below this temperature. 
However, this is not strictly speaking correct since water can be 
evaporated at these temperatures at sub-atmospheric pressures.
Yet the use of organic working fluids does offer certain 
advantages, both theoretical (thermodynamic and thermal) 
and practical, over conventional steam-Rankine systems, which 
arise from the properties of the available fluids (or mixtures 
thereof) that act to replace water as the working fluid. Briefly, 
these include a reduced reliance on superheating to avoid 
problematic condensation in the case where turbomachines are 
used for expansion and work extraction, as well as simpler and 
more affordable evaporator and condenser designs with reduced 
exergetic losses owing to the more flexible selection of the 
thermodynamic and transport fluid properties and conditions, 
including pressures, heat transfer rates, and a greater degree of 
freedom in designing the single- and two-phase processes in key 
components. This section is aimed at a high-level exploration of 
the reasons underpinning the potential advantages displayed by 
organic working fluids relative to water/steam. A more direct 
study into the relative performance of these working fluids is 
presented in Section “Direct Performance Comparison with 
Steam-Rankine Cycles”; the discussion here is restricted to simple 
thermodynamic arguments with idealized cycles.
Figure 2 shows a contour plot of the normalized power output 
from an infinite series of infinitesimal thermodynamically ideal 
(Carnot cycle) engines operating between (varying) heat-source 
and heat-sink temperatures, effectively modeling an idealized 
energy integration application in which power is generated 
between a heat source and sink. We consider a heat-source fluid 
stream entering a hot heat exchanger (HHX) within which an 
infinitesimal amount of heat, d hotQ  (>0), is added from the fluid 
stream to the working fluid in each successive cycle. During this 
process, the enthalpy of the hot fluid stream decreases accord-
ing to d dhot hot H Q=− . Similarly, a heat-sink fluid stream enters 
a cold heat exchanger (CHX) within which heat is rejected 
from the cycles to the fluid stream. The heat-source stream 
enters the HHX at a temperature Thot,in, and experiences a total 
temperature drop through that heat exchanger ΔThot, such that 
∆ ∆ H mc Tphot hot hot= ( ) ,  while the heat-sink stream enters the 
CHX at a temperature Tcold,in, and experiences a temperature rise 
ΔTcold, such that ∆ ∆ H mc Tpcold cold cold= ( ) . For simplicity, but with-
out loss of generality, we consider the case when the two streams 
have equal heat-capacity rates, ( ) ( ) ( )  mc mc mcp p p= =hot cold.
Assuming that the two heat exchangers (HHX and CHX) are 
ideal with no losses to the surroundings, the enthalpy difference 
across the HHX is equal to the heat transferred to the working 
fluid in all of the cycles, ∆ ∆ H Qhot hot= − . Note that this analysis 
is subtly different from a conventional maximum work (exergy) 
analysis, in which heat is rejected from a similar arrangement 
to a constant “dead” state temperature, rather than to a varying 
cooling stream temperature as is done here.
The horizontal axis in Figure 2 is the inlet temperature of the 
heat-source fluid stream to the HHX, Thot,in, while the vertical axis 
is the (fractional) temperature drop of the same stream through 
the HHX normalized by the inlet temperature, ΔThot/Thot,in. The 
inlet temperature of the heat-sink fluid stream to the CHX is set 
to Tcold,in = 20°C. Also superimposed on this plot are two lines. The 
white line is a locus of the maximum power output at each value 
of Thot,in, which corresponds to a monotonically increasing value 
of ΔThot/Thot,in that obeys the relationship 1–(Thot,in/Tcold,in)0.5. The 
red line traces the output of this ideal arrangement for a given 
application with a fixed heat flow rate, d hotQ , and a fixed heat-
capacity rate, ( )mcp . This case has a fixed heat flow per unit heat 
capacity, 
Q mcphot /( ),  chosen here arbitrarily to be equal to 100.
Two important interpretations emerge from Figure 2. First, 
the ideal conversion of heat at higher temperatures such that 
maximum power is extracted requires that the normalized heat-
source temperature drop is high. For instance, consider an ideal 
system to be used for converting heat at Thot,in = 100°C. For this 
system, maximum power is attained for a normalized heat-source 
temperature drop of ΔThot/Thot,in =  0.11. This corresponds to a 
temperature drop of ΔThot =  42°C, from 100 to 58°C through 
the HHX. At the same time (not shown in the figure) the cold 
temperature through the CHX increases by 38°C from 20 to 58°C. 
Conversely, consider a second system to be used for converting 
heat at Thot,in = 400°C. Maximum power for this second system 
is attained for a normalized heat-source temperature drop of 
ΔThot/Thot,in = 0.34, which corresponds to a temperature drop of 
ΔThot = 230°C, from 400 to 170°C. The cold temperature though 
the CHX increases by 150°C from 20 to by 170°C.
Now, for a given heat-capacity rate of the heat-source and 
sink fluid-streams the second system will be more than 5 times 
larger in terms of the heat input to the cycle and, thanks to its 
higher efficiency, almost 10 times larger in terms of the power 
output. In other words, for the same heat-source fluid-stream heat 
capacity rate, larger-scale (centralized) plants are better suited 
to the effective utilization of higher temperature heat-sources, 
whereas smaller-scale (distributed) systems are more appropri-
ate in optimally converting lower-temperature sources. The 
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increased stream heat capacity rates expected in the larger-scale 
systems will only act to amplify this distinction.
Secondly, an important difference between the employment 
of steam/water and organic compounds as working fluids (i.e., 
between conventional steam-Rankine cycles and ORCs) is the 
much greater specific enthalpy associated with phase change 
of the former. An increased specific enthalpy associated with 
heat addition will lead to an increased heat (per unit mass of 
working fluid) intake into the cycle, shifting the ideal operation 
of this cycle toward higher temperatures and larger systems as 
a consequence of the discussion in the previous paragraphs. It 
is also true that the specific power output from Rankine cycles, 
even at low temperatures, can be higher than ORC equivalents. 
However, this advantage is overcome and negated by the need to 
use much lower working fluid mass flow rates in Rankine cycles 
operating at low temperatures compared to ORCs, owing to the 
large differences in specific enthalpy of heat addition.
Cost Considerations
An acceptable performance from a technical standpoint can be 
judged based on indicators, such as primary energy/fuel efficiency, 
emissions, flexibility of operation, and ability to match variable 
demand. Yet, beyond these purely technical considerations, the 
widespread deployment of any successful solution to the energy 
challenge must be associated with, either a cost benefit or at the 
very least a cost level that is affordable and economically justifiable 
to the end-user or investor (Markides, 2013).
In conventional power generation, fuel costs are the single 
largest contributor toward the total cost of electricity. Consider, 
for example, a typical coal-fired steam power plant with a typical 
efficiency of 38–40%, a capital cost in the region of ~$1,300/kW, 
an additional operating and maintenance cost of $30–45/kW, 
and an economic life expectancy of 30  years (Royal Academy 
of Engineering, 2004). This plant has a total LEC of $50/MWh 
produced over the lifetime of the plant. Moreover, the largest 
single contributor toward this cost is the cost of fuel, which 
amounts to 35%. The case is even stronger for gas-fired power 
plants. A typical simple open-cycle gas turbine power plant 
with a typical efficiency of 39–43%, a capital cost of $510/kW, 
an operating and maintenance cost of $55/kW, and an economic 
life expectancy of 20 years has a total LEC of $55/MWh of which 
>60% is attributed to the fuel. Similarly, closed-cycle combined 
gas turbine power plant with a typical efficiency of 58–60%, a 
capital cost of $470/kW, an operating and maintenance cost 
of $40/kW, and an economic life expectancy of 25  years has a 
total LEC of $55/MWh of which 60% is again attributed to the 
purchase of gas (Royal Academy of Engineering, 2004).
Hence, beyond its formal definition, it is reasonable to argue 
that, for the case of conventional power generation, the thermal 
efficiency is also a figure-of-merit that is a reasonable measure 
of the electrical-energy output (and thus profit) per unit total 
cost. This cannot be said, however, for power-generation systems 
whose energy input is not associated with a significant operating 
cost, such as solar heat (as well as geothermal energy and waste 
heat). In this case, the total cost is dominated by the up-front 
initial investment required for the necessary capital expenditure, 
and consequently, the figure-of-merit that is the electrical-energy 
output (i.e., profit) per unit total cost must be evaluated directly as 
the electrical-energy output per unit installation cost, or at least 
per unit capital cost. In both cases, this figure-of-merit goes some 
way toward reflecting the true economic viability of such systems, 
in a way that thermal efficiency alone cannot.
Distributed energy-Conversion Systems
In the previous sections, a brief overview was given of the con-
siderations that are acting to motivate an interest in technologies 
that are capable of converting solar heat to useful work (either 
mechanical, hydraulic, or electrical). Additionally, some of these 
technologies are diverse enough to be suitable for the conversion 
of other renewable energy sources such as geothermal heat and 
biomass/biogas, as well as waste heat in a variety of settings. 
These technologies are being proposed, in particular, for 
distributed power generation (and/or simultaneous heat/cooling 
provision). Benefits from an increased deployment of distributed 
power-generation solutions include enhanced reliability and 
security, reduced losses from energy transmission and distribu-
tion, as well as reduced infrastructure and maintenance costs 
for transmission and distribution, and easier plant sizing (Gullì, 
2006; Strachan and Farrell, 2006).
It is implied that distributed systems will be smaller in scale 
than centralized equivalents and will not benefit from the econo-
mies of scale the latter enjoy. One must also remain aware of the 
fact that centralized, larger-scale systems will retain an edge in 
plant efficiency, but that this efficiency will be compromised by 
increased transmission/distribution losses from the plant to the 
consumer/end-user. In many cases, these losses are not negligible, 
amounting to an efficiency reduction of 5–10% points.
ORGANiC RANKiNe CYCLeS
Technology Overview
ORC systems have been indicated in the previous sections as 
a highly appropriate technology for the conversion of heat at 
temperatures <400°C. ORCs with suitable working fluids can 
be used at higher temperatures, but we will focus on this tem-
perature range in the present paper. ORCs are a relatively mature 
technology, with operational experience available since the 1960s. 
Currently, more than 600 ORC plants are in operation worldwide, 
with a cumulative capacity in excess of 2,000 MW.
A number of excellent reviews of all types of ORC systems are 
available in the literature (Chen et al., 2010; Lecompte et al., 2015). 
In particular, a number of groups including those at the University 
of Liege and the Agricultural University of Athens (Orosz et al., 
2009; Tchanche et  al., 2009, 2010, 2011; Delgado-Torres and 
García-Rodríguez, 2010; Malavolta et al., 2010; Kosmadakis et al., 
2011; Declaye et al., 2012) have considered ORC systems specifi-
cally in solar applications in a series of noteworthy studies that 
include installing and testing solar-ORC systems. The present 
paper focuses on the most advanced in terms of development/
readiness and lowest-cost system, the sub-critical ORC without 
regeneration. A simple sub-critical, non-regenerative ORC sys-
tem is shown in Figure 3, along with a cycle on a T–S diagram 
with R-245fa as the working fluid.
FiGURe 3 | Typical sub-critical non-regenerative ORC system layout and cycle on a T–S diagram with pure R-245fa as the working fluid.
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The main components of the system in Figure  3 are a feed 
pump (this can be multistage), evaporator (this can comprise 
a number of components, including a superheater), expander/
turbine (again this can comprise a number of stages) and 
condenser (including a desuperheater). A regenerator can also 
be used to recover some of the heat-rejected downstream of the 
expander (Point 4 in the diagram) and to use this to perform part 
of the heating downstream of the pump (Point 2).
As mentioned in Section “Rankine Cycle Ideal Maximum 
Power,” ORCs are associated with a number of specific advanta-
geous features compared to water/steam-Rankine cycles. First, 
unlike wet fluids, such as water, dry and isentropic organic fluids 
(see Figure  4) have positively sloped or vertical dry saturation 
curves. Therefore, they do not require a significant degree of 
superheating to avoid condensation and droplet formation in 
turbines/expanders. Such a scenario can cause mechanical dam-
age to the turbine blades and also degrade the thermodynamic 
performance of this component. The former would not apply to 
more structurally robust expander designs (e.g., reciprocating 
piston expanders), but the latter would remain.
In the case of wet working fluids, the desire to keep the flow 
through the expander/turbine outside of the saturation region 
over the entire expansion process, and hence for the exit state 
from this process to also be outside the saturation region, trans-
lates to a requirement for significant superheating prior to entry 
into the turbine. The absence of adequate superheating leads to 
an intersection of the dry saturation curve during expansion, and 
thus, expansion into the saturation (two-phase) region.
Second, it is advantageous thermodynamically to expand the 
working fluid to the lowest possible pressure, which corresponds 
to condensation and heat rejection at a temperature as close as 
possible to the cooling stream temperature. Assuming this is at 
ambient conditions (20–25°C), the condensation temperature 
would be a few degrees higher than this, as determined by the 
pinch temperature difference in the condenser. For water, a 
saturation temperature of 30°C corresponds to an absolute 
saturation pressure close to 0.04 bar. The large pressure difference 
between the surrounding atmosphere and any components that 
operate at such low pressures can lead to ingress of air into the cycle 
with significant detrimental effects on system performance. The 
design of components that can operate reliably at such a degree of 
sub-atmospheric pressures is difficult and expensive. Conversely, 
for R-245fa, the saturated condensation pressure at a saturated 
temperature of 30°C is 1.8 bar, which is above atmospheric.
Furthermore, it can be said that, in general, the large choice of 
currently available (and possible future) organic compounds that 
can be used as working fluids, and mixtures thereof, allows ORCs 
to be “tuned” to specific applications. Therefore, ORCs comprise a 
more flexible solution by allowing some degree of control over the 
phase behavior of the working fluid, the design of the processes 
that comprise the cycle, and in matching the cycle to available 
heat sources and heat sinks.
Direct Performance Comparison with 
Steam-Rankine Cycles
When discussing Figure 2, a rudimentary analysis was used to 
indicate the underlying reasons for which ORCs may outperform 
conventional Rankine cycles when converting low-grade heat in 
small-scale systems. The current section proceeds to compare 
these two cycles directly and to offer further insight into their 
relative performance, and also, the approximate cost of related 
power-generation systems. Specifically, we focus here on case-
study application where it is desired to generate electrical power 
from a fluid stream at an initial temperature of Thot,in = 200°C. The 
heat-source fluid stream is allowed to interact thermally with the 
heat engine, such that its enthalpy (and thus temperature) will 
decrease progressively as heat is taken in the cycle. This is similar 
to the rudimentary analysis that led to the result in Figure  2, 
only that analysis considered a series of multiple ideal cycles, 
i.e., fully reversible, Carnot cycles, whereas here the cycle is a 
single theoretical Rankine cycle with either a water or an organic 
compound as the working fluid. The heat-source fluid stream is 
taken to have a mass flow rate mhot kg s= 500 /  and a specific heat 
capacity cp,hot = 1 kJ/kg K, such that the stream heat capacity duty 
is ( )mcp hot W/K= ×5 10
5 . The heat-sink (cooling) fluid stream 
is assumed to be (constant) at an ambient temperature of 20°C, 
FiGURe 4 | Saturation (phase equilibrium) curves for dry, wet, and 
isentropic fluids on a T–S diagram.
FiGURe 5 | Comparison of specific work output, or power output per 
unit working fluid mass flow rate, from Rankine cycles with water and 
R-245fa over a range of maximum cycle temperatures, T3, which from 
Figure 3 are found between the evaporator and the expander. The 
heat-source fluid stream has an initial temperature Thot,in = 200°C, a mass 
flow rate mhot kg/s= 500  and a specific heat capacity cp,hot = 1 kJ/kg K. The 
three lines correspond to different evaporation (saturation) temperatures, 
given in the legend. Water results are shown for expansion down to (and 
condensation at) 1 bar/100°C and 0.04 bar/30°C.
FiGURe 6 | Comparison of cycle thermal efficiencies from Rankine 
cycles with water and R-245fa over a range of maximum cycle 
temperatures, T3. Results correspond to the same conditions given in 
Figure 5.
December 2015 | Volume 3 | Article 479
Markides Low-Concentration Distributed-Scale Solar-ORC Power Systems
Frontiers in Energy Research | www.frontiersin.org
while the condensation temperature and temperature at the inlet 
of the pump, T1, is taken to be 10°C higher than this, T1 = 30°C.
Figures 5 and 6 show the specific work output and thermal 
efficiency, respectively, for a number of Rankine cycles operat-
ing with water and fluid R-245fa. Three lines are shown on each 
plot. Each one of these corresponds to a different saturation 
temperature (and thus also a different saturation pressure) during 
evaporation, as per the legend. Results for water/steam-Rankine 
cycles are shown for the case of expansion to and condensation 
at: (i) 1 bar and 100°C, and (ii) 0.04 bar and 30°C.
Clearly, it is thermodynamically beneficial to expand to a low 
temperature that is as close as possible to atmospheric temperature, 
which in this case is 30°C. However, this may come at a severe cost 
especially for small-scale systems, as discussed previously. Hence, 
expansion to near atmospheric pressure is also shown. Expansion 
to the lower temperature leads to a 2.5–4-fold increase in both 
specific work output and thermal efficiency.
In Figures  5 and 6, better performance (specific work and 
efficiency) can be observed at higher evaporation pressures. The 
extent of superheating does not strongly affect water-based cycle 
performance but has a significant effect on work output from the 
ORCs, even though this does not appear in the ORC efficiencies. 
Essentially this is due to a near-proportional increase in both the 
heat input to the cycle along with the specific work output, as the 
degree of superheating is increased.
When comparing the working fluids, it is found that water 
outperforms the organic fluids with respect to specific work out-
put by a factor of between two and five at the higher condensation 
pressure and temperature (for water). This increases to a factor of 
10 or more at the lower condensation pressure and temperature. 
Although the specific work potential of the steam-cycles is clearly 
higher than the equivalent potential of the organic-fluid cycles, 
the performance in terms of efficiency presents a more mixed 
picture. In fact, at the higher condensation pressure and tempera-
ture for water, the organic fluids outperform water by a factor of 
2–3, while at its lower condensation pressure and temperature 
water outperforms the organic fluids only marginally, by 3–4% 
absolute points, or 25–30% in relative terms.
Therefore, if one is to accept that it is not economically 
desirable to design a system in which steam is expanded down 
FiGURe 8 | System costs corresponding to Figure 7, over a range of 
maximum cycle temperatures, T3.
FiGURe 7 | Maximum working fluid mass flow rate and total power 
output from Rankine cycles with water and indicated organic fluids 
over a range of maximum cycle temperatures, T3. Results correspond to 
the same conditions given in Figures 5 and 6. Water results are shown only 
for expansion down to (and condensation at) 1 bar/100°C.
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to and condenses at pressures of 0.04 bar, which is a reasonable 
point of view for affordable, distributed, and small-scale power 
generation, ORCs show a potential for improved performance 
compared to conventional (steam) Rankine cycles in terms of 
efficiency. Furthermore, it is important to consider not only the 
specific work output of these cycles, but the actual power output 
once the mass flow rate of the working fluid is evaluated based 
on the thermal interaction between the heat-engine cycle and 
the external heat-source fluid stream. The result from such a 
consideration is shown in Figure 7, where we include data from 
three organic fluids: Butane, R-245fa, and Perflenapent.
The results in Figure  7 were generated by progressively 
 increasing the mass flow rate of the working fluid in each cycle 
(i.e., each point on this plot) until a pinch temperature difference 
of 10°C was reached in the evaporator between the heat-source 
stream and the working fluid for that cycle. This is the maximum 
working fluid mass flow rate. Interestingly, superheating is 
detrimental to ORC power output, but not to water. This figure 
demonstrates that, at least theoretically, organic fluids have the 
potential to outperform water by a considerable extent, also when 
considering power output in the chosen case study. In particular, 
power output for R-245fa is higher than that for water by a fac-
tor of 4–5. It is emphasized that this figure does not show water 
data at the low condensation conditions (0.04  bar and 30°C). 
Nevertheless, the underlying conclusion remains unchanged, 
even when this data are considered. The organic fluids in this case 
outperform water by a factor between 1.5 and 2.
The observation that organic working fluids have (desirably) 
higher power outputs than water, even when compared to water 
condensing at the lower pressures and temperatures that showed 
much higher specific work outputs (per unit mass flow rate of 
working fluid) by more than an order of magnitude (refer back 
to Figure 5), can be understood by the much higher mass flow 
rates permitted in the ORCs before any pinch violation is reached. 
This can also be seen directly in Figure  7 and arises from the 
significantly higher specific enthalpy change during heat addi-
tion for water/steam compared to that of the organic fluids, as 
indicated in Figure 4.
In Figure 8, a basic attempt is made at estimating approximate 
system costs. Here, we show the sum of costs associated with the 
purchase of the four basic components that form the Rankine 
heat-engine systems. Each data point corresponds to the same 
systems contained in Figure 7. Heat exchanger costs were evalu-
ated by using the C-value method, while costs for the pumps and 
expanders were obtained by compiling price information from 
a market study and establishing a correlation with component 
power, pressure ratio, and flow rate (Oyewunmi et  al., 2014, 
2015). The C-value method is an approximate approach for the 
costing of heat exchangers, described in Hewitt et al. (1994).
Figure  8 shows that, due to their larger heat exchangers 
(allowing higher power outputs) ORCs are more expensive when 
considering the total system costs compared to steam-Rankine 
cycles. However, when the cost of the system is normalized by 
the power output capacity of the system, thus providing the all-
important indicator of cost per unit useful output, the ORCs are 
shown to be a more affordable solution.
Finally, it is possible and instructive to condense the informa-
tion contained in Figures  6–8 into a single performance-cost 
map. This is attempted in Figure  9. For simplicity and clarity, 
we do not show all data corresponding to each working fluid 
in this figure, which can be done by drawing an area for each 
working fluid. Instead, we select a single degree of superheating 
that corresponds to the maximum total power output. We recall, 
from Figure 7, that for organic fluids this is attained with little or 
FiGURe 9 | Consolidated plot of power output, efficiency and cost 
from Rankine cycles with water and indicated organic fluids 
corresponding to the results contained in Figures 6–8.
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no superheating. So, for example, for R-245fa, this would be at 
an evaporation temperature of 120°C, when the power output is 
~14 MW and the cost per unit power ~£195/kW (or $300/kW).
Opportunities for improvement  
and Future Developments
It is known from second law (exergy) analyses that about 75–80% 
of the ultimate potential to do useful work in a sub-critical ORC is 
lost in the heat exchangers (evaporator, condenser and regenera-
tor) and about 20–25% in the expansion machine. The lost work 
(exergy destruction) in the evaporator amounts to ~1.5:1–2:1 
times that lost in the condenser (Freeman et al., 2015b). Hence, 
significant performance improvements can come from advances 
in these areas or components. Additionally, there is a great interest 
in the identification of optimal working fluids for specific applica-
tions, and attention has turned to the possible employment of 
binary and even tertiary mixtures of organic compounds as work-
ing fluids in ORCs (as mentioned in Section “Heat Exchanger 
Thermodynamic Performance Versus Size/Cost”). This is an area 
of active research, and a challenge arises in predicting reliably the 
properties of these fluids.
Advanced ORC system models that include a computer-aided 
molecular design (CAMD) framework with explicit information 
on the role of molecular size and structure on thermodynamic 
and thermal properties of working fluids are also currently in 
development (Lampe et  al., 2012), based on thermodynamic 
theories such as the statistical-associated fluid theory (Lampe 
et al., 2012; Oyewunmi et al., 2014, 2015). Such models will play 
an important role in identifying optimal compromises between 
thermodynamic and thermal performance, which controls effi-
ciency, power output, system size, and cost.
Finally, at the scales of operation of interest, the selection of the 
expansion machine is an open question, with positive-displace-
ment expanders presenting a real challenge to turbomachines. A 
significant effort is being made in the modeling and development 
of ORC systems featuring positive-displacement expanders, 
which promise higher efficiencies, for the applications identified 
in the present paper.
FiNiTe HeAT TRANSFeR eFFeCTS
Heat exchanger Thermodynamic 
Performance versus Size/Cost
Recently, the selection of working fluids for ORC systems has 
received close attention from the ORC community, including 
a particular interest in multicomponent fluid mixtures, due 
to the opportunities they offer in improving thermodynamic 
performance. Various authors have carried out investigations 
to demonstrate and quantify these benefits, which have shown 
that working-fluid mixtures can exhibit an improved thermal 
match with the heat source compared to the isothermal profile 
of (isobaric) evaporation of pure-component fluids, therefore 
reducing exergy losses due to heat transfer, and increasing 
thermal and exergy efficiencies (Angelino and di Paliano, 1998; 
Wang et al., 2010; Garg et al., 2013).
Investigators have carried out both experimental and theo-
retical studies across a range of heat-source temperatures into the 
benefits of employing working-fluid mixtures based on refriger-
ants (Sami, 2010; Chen et  al., 2011; Aghahosseini and Dincer, 
2013), hydrocarbons (Heberle et al., 2012; Shu et al., 2014), and 
siloxanes (Dong et  al., 2014). Compared to pure fluids, binary 
mixtures showed increased power outputs by up to 30% and 
thermal efficiencies by >15% in some cases. Excellent second law 
analyses have also shown significant potential benefits (Lecompte 
et al., 2014). [Some exceptions to these general trends have also 
been reported (Li et al., 2014).]
Additionally, fluid mixtures can be used to adjust the envi-
ronmental and safety-related properties of ORC working fluids 
or to improve design parameters of system components; this is 
increasingly of importance. At the same time, some investigators 
have begun to develop and apply advanced CAMD methodolo-
gies (Papadopoulos et al., 2010; Lampe et al., 2014) with a view 
toward identifying or designing optimal fluids for ORC systems.
While these efforts have demonstrated the potential thermody-
namic advantages of working-fluid mixtures, notably in terms of 
power output and efficiency, many of the associated conclusions 
have been derived strictly based on the thermodynamic cycle 
analyses that do not fully consider the expected heat transfer 
performance between the heat-source/sink and working-fluid 
streams in the heat exchangers of ORC engines. In particular, 
the heat transfer and cost implications of using working-fluid 
mixtures have not been properly addressed. Essentially this arises 
from the minimization of the temperature differences between 
the working fluid stream (cycle) and the heat-source/sink streams 
on the other side of the heat exchange components. This prac-
tice is thermodynamically beneficial, but detrimental in terms 
of heat  transfer, and it opens up an important area of research 
aiming to enhance heat transfer with low-cost modifications across 
small temperature differences. Moreover, refrigerant mixtures are 
known to exhibit reduced heat transfer coefficients compared to 
FiGURe 10 | Map of conjugation in Fo–Bu space, showing the extent 
of conjugation in unsteady 1D solid–fluid systems, with an isoflux 
outer wall boundary condition. Red indicates large temperature 
fluctuations and small heat-flux fluctuations (approaching an isoflux boundary 
condition) on the inner wall surface at the (wetted) solid–fluid interface, and 
blue indicates large heat-flux fluctuations and small temperature fluctuations 
on the inner wall surface (approaching an isothermal boundary condition).
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their pure counterparts (Jung et al., 1989). Specifically, heat trans-
fer coefficients for refrigerants mixtures are usually lower than 
the ideal values, linearly interpolated between the mixture com-
ponents. This may invariably lead to larger and more expensive 
heat exchangers in an ORC system that employs a working-fluid 
mixture. Therefore, although working-fluid mixtures may allow 
a thermodynamic advantage over single-component working 
fluids, they may also lead to higher system costs owing to a dete-
rioration in their thermal performance.
Recent analyses (Oyewunmi and Markides, 2015 ; Oyewunmi 
et al., 2015) have revealed that the temperature glides of the 
working-fluid mixtures during evaporation and condensation 
can result in higher power output and thermal/exergy efficien-
cies for fluid mixtures (at least for the two sets of mixtures in 
the specific cases studied). The pure fluids did however result in 
smaller expanders due to their lower volumetric flow rates and 
expansion ratios and also smaller evaporators and condensers, 
requiring less expensive components than the fluid mixtures. 
Therefore, although the mixtures were found to have the highest 
power output, they also had the highest rated costs (equipment 
cost per kW of power generated), which resulted from larger 
equipment/component sizes compared to the constituent pure 
fluids.
These observations imply that the thermodynamic benefits 
derived from using working-fluid mixtures may be outweighed 
by the increased costs incurred, although this is in need of confir-
mation and generalization. The fact that these insights were only 
possible from a direct consideration of thermal and cost factors 
as exemplified here, underlines the importance of employing a 
combined thermodynamic, thermal, and cost approach in the 
selection of optimal working-fluid (mixtures) for ORC systems.
Thermally induced Thermodynamic 
Losses
Time-mean heat transfer can act to affect heat-engine perfor-
mance detrimentally by giving rise a direct loss of the available 
heat from the heat source to the surroundings, which does not 
then take part in the thermodynamic cycle. This can be alleviated 
by careful design of the relevant components, for example, by 
insulating the components and/or by separating hot and cold sec-
tions in order to force thermal-energy transport into the working 
fluid cycle. Beyond these losses, situations arise in which unsteady 
heat transfer (even in the case that the time-averaged heat transfer 
is zero) plays a significant role in affecting the performance of 
the energy-conversion systems under consideration, as well 
as of similar systems. This is the case in positive-displacement 
expansion machines that are being envisioned as high efficiency 
alternatives to turbomachines when used in small-scale ORC 
systems (but also, as an side, in the heat exchangers and in the 
nominally adiabatic vapor volumes of TFOs, such as the NIFTE).
Some peculiarities arise with respect to unsteady heat transfer 
in these systems owing to the fact that, unlike time-mean heat 
transfer, it is not possible to arbitrarily minimize this component 
of heat transfer with increasing levels of insulation due to a thin 
solid region (known as the thermal diffusion length or “penetra-
tion depth”) that is in thermal contact with and experiencing 
time-varying heat exchange with the fluid domain. This region 
will interact thermally with the fluid in a time-varying manner 
and affect the magnitude and phase of the heat transfer process. 
This unsteady thermal process and its detrimental effect on ther-
modynamic performance (also in the absence of time-mean heat 
transfer) are dealt with in the following sections.
Unsteady and Conjugate Heat Transfer
Unsteady and conjugate heat transfer is defined as a time-
varying thermal-energy transport process in which a solid is 
in thermal contact with a fluid, with both domains exhibiting 
a time-varying temperature and heat flux at their common 
boundary, i.e., the solid–fluid interface. Figure  10 shows a 
conjugation map for a one-dimensional thermal interaction 
between a solid of finite thickness a and a fluid within which a 
flow imposes a constant convective heat transfer coefficient h. 
This map is plotted as a function of the unsteady Biot number, 
Bu = hδ/ks, where the relevant length scale in the solid is the 
thermal penetration depth or diffusion length δ =  (αsτ/π)0.5 
that takes part in the unsteady thermal process rather than the 
full extent/thickness of the solid domain a, and the Fourier 
number, Fo = αsτ/a2. It is noted that the unsteady Biot number 
Bu is related to the conventional steady Biot number Bi via the 
dimensionless length scale a* = a/δs, such that Bu = Bi/a*. In 
these definitions, ks is the thermal conductivity of the solid, 
αs is the thermal diffusivity of the solid, and τ is the period of 
the temperature oscillations in the fluid domain due to some 
time-varying (periodic) thermodynamic process.
The red region in Figure 10 indicates large temperature fluc-
tuations and small heat-flux fluctuations (i.e., an isoflux bound-
ary condition) on the (inner) solid–fluid interface, whereas the 
blue region indicates large heat-flux fluctuations and small tem-
perature fluctuations on the same interface (i.e., an isothermal 
FiGURe 11 | (A) Thermodynamic loss due to finite unsteady heat transfer, ψ, 
and (B) pressure ratio, in a reciprocating gas spring with a volumetric 
compression ratio of six, a (solid-to-fluid) thermal conductivity ratio of 1.06, 
density ratio of 145.1 and specific heat capacity ratio of 0.15, and for 
different normalized cylinder wall thicknesses, a/δ as shown in the legend, as 
a function of Péclet number, Pe. Reproduced with permission from Mathie 
et al. (2014).
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boundary condition). Since data from ORC expanders are not 
available, the large white square is an approximate narrow area 
occupied by the NIFTE prototype water-pump TFO as reported 
in Smith (2006), and the extended white space is the estimated 
design area within which the TFO technology is expected to 
be found given reasonable variations from the initial design 
(Markides and Smith, 2011; Glushenkov et  al., 2012; Solanki 
et al., 2012, 2013a,b; Markides and Gupta, 2013; Markides et al., 
2013, 2014; Palanisamy et al., 2015).
It is evident that the region of interest straddles the two 
extreme cases defined above. This implies that the boundary 
condition on the working fluid is neither isothermal nor isoflux, 
and that the solid and fluid are thermally coupled in such a way 
that in order to predict the temperature and heat flux at the 
solid–fluid interface the heat transfer problem must be solved in 
both domains and the solutions matched at this interface. This 
observation is important and has serious implications because it 
suggests that any effort to understand and predict the unsteady 
thermal losses in such a device must contain explicit information 
not just on the thermal processes in the fluid (i.e., heat transfer 
coefficients), but also in the solid which actively takes part in 
determining the thermal solution.
Thermodynamic Losses in Gas Springs
Mathie et al. (2014) also considered the thermodynamic losses 
that result from cyclic, unsteady conjugate heat transfer in recip-
rocating components termed “gas springs.” A gas spring is simpli-
fied model of a reciprocating compressor or expander, in which a 
fixed mass of gas is trapped in a cylinder, with a piston acting to 
impose volumetric variations. In the case considered in Mathie 
et al. (2014), the variations where sinusoidal, V(t) = Vo + Va sin ωt, 
with a varying frequency, ω, whose dimensionless description is 
the Péclet number, Pe = ωD2/αf, where D is the diameter of the 
cylinder, and αf is the thermal diffusivity of the fluid (gas). This 
arrangement is a convenient way to isolate the thermodynamic 
irreversibility due to thermal processes and remove those due 
to valve (pressure) losses. In addition to the frequency of the 
reciprocating motion, the framework allowed variations to the 
thickness and thermal properties of the solid walls of the cylinder, 
which are captured by the normalized cylinder wall thicknesses, 
a* = a/δ, where δ = (2αs/ω)0.5 is the thermal penetration depth.
A result from the investigation in Mathie et al. (2014) is shown 
in Figure 11, which indicates the ability of the solid domain vari-
ables to affect the thermodynamic loss. It is clear that the effect of 
the solid can be significant, depending on the solid and gas material 
properties (thermal conductivity, density, specific heat capacity), 
and also that mid-speed (intermediate Pe) constitutes the worse-
case scenario for this type of loss mechanism, which can be close to 
20% of the work exchanged with the gas spring for these conditions.
Non-Linear Heat Transfer Augmentation
Section “Thermodynamic Losses in Gas Springs” considered the 
effects of unsteady and conjugate heat transfer for the case that 
the heat transfer coefficient, h, is set to a constant (but complex) 
value. This is the conventional approach taken when dealing with 
gas-spring problems, in order to account for the observed phase 
shift between the heat flux at the wall, that arises from the thermal 
boundary layer there, and the temperature difference across the 
(bulk) fluid (Mathie and Markides, 2013; Mathie et  al., 2013, 
2014). One additional phenomenon is suspected to take place in 
the systems of interest, which is due to a non-linear interaction 
between the (time-varying) heat transfer coefficient, h, and the 
(time-varying) temperature difference across the fluid domain, 
ΔT. This phenomenon is referred to as “heat transfer augmenta-
tion” (Mathie and Markides, 2013; Mathie et al., 2013).
Mathematically, heat transfer augmentation can be described 
as follows; consider a fluid undergoing a time-varying thermal 
and fluid-flow process, such that ∆ ∆ ∆T t T T t( ) ( ) ( )= + ′  and 
h t h h t( ) ( )= + ′  using Reynolds decompositions of a fluctuation 
around a mean. Then, the time-mean heat flux is given by the 
expression q h T h T h T Ah T= = + ′ ′ =( ) ( ) ( )∆ ∆ ∆ ∆ . Essentially, this 
equation for the time-mean heat flux states that the fluctuations 
of the heat transfer coefficient, h′(t), and those of the temperature 
difference, ΔT′(t), can become non-linearly coupled. Physically, 
we would expect an instantaneous increase in the heat transfer 
coefficient to give rise to a decrease in the instantaneous tempera-
ture difference, and vice versa.
Figures 12 and 13 show results from a semi-analytical study 
on the augmentation ratio, A, as a function of the: (i) heat transfer 
coefficient fluctuation intensity, h* = ha/ho, where the sinusoidally 
December 2015 | Volume 3 | Article 4714
Markides Low-Concentration Distributed-Scale Solar-ORC Power Systems
Frontiers in Energy Research | www.frontiersin.org
FiGURe 13 | Combination of the augmentation plots in Figures 12 into 
a single map. Reproduced with permission from Mathie and Markides 
(2013).
varying heat transfer coefficient is: h(t) = ho + ha sin ωt, (ii) Biot 
number, Bi =  hoa/k, and (iii) the normalized solid wall thick-
nesses, a* = a/δ, where δ = (2αs/ω)0.5 is the thermal penetration 
depth (Mathie and Markides, 2013). Note that in Figure 12A the 
normalized solid wall thickness is kept constant at a* = 1, whereas 
in Figure 12B the Biot number is kept constant at Bi = 1. It can be 
observed that the augmentation ratio is always A ≤ 1, suggesting 
a reduction in time-mean heat transfer relative to expectations 
from q Ah T= ∆ . Importantly, at small a*, large h*, and/or large 
Bi, this effect can become very significant.
The role of this phenomenon has not yet being considered 
in the energy-conversion systems under consideration, but it 
has been identified and measured in a number of flows, such as 
in Mathie and Markides (2013) and Mathie et al. (2013) which 
deal with two such cases: (i) the unsteady heat transfer between 
low-dimensional falling films and heated substrates and (ii) the 
FiGURe 12 | Augmentation ratio, A = ( ) /h T h T∆ ∆ , in a planar 1-D 
convective-conductive domain with an isoflux outer boundary 
condition (q 0) ′ =  as a function of heat transfer coefficient fluctuation 
intensity (h* = ha/ho; where the sinusoidally varying heat transfer 
coefficient is: h(t) = ho + ha sin ωt), Biot number (Bi = hoa/k) and 
Fourier number (a* = a/δ = π0.5/Fo0.5). Reproduced with permission from 
Mathie and Markides (2013).
unsteady heat transfer between downstream of a broadband 
(turbulent) backwards-facing step. This forms an interesting and 
important avenue for further work.
FURTHeR DiSCUSSiON AND 
CONCLUSiON
This paper has been concerned with energy technologies capable 
of converting solar heat from non-concentrated or low-concen-
tration solar collectors at temperatures <400°C to useful power, 
aimed at the domestic (1–10  kWe) and commercial/industrial 
(10–100 s of kW) sectors, thus covering a range of power output 
scales from a 1 kW to 1 MW. The availability of solar energy is 
strongly dependent on geography and also exhibits strong diurnal 
and possibly also seasonal variations. These latter variations of 
solar intensity depend on geography and in some cases are mild 
but in others quite strong. The solar resource, and therefore the 
potential availability of heat and power from combined solar-
energy systems, such as PVT and S-CHP technologies, must 
also be considered in conjunction with end-user needs in energy 
consumption. Northern European climates, the UK for example, 
are less favorable for these technologies, even excluding climatic 
conditions (cloud coverage). The daily load factor varies strongly 
between summer and winter, with the peak demand at 6 p.m. 
in January when solar intensity is almost zero. Therefore, solar 
electricity will require significant storage to be effective and for 
this reason it will be considerably more expensive than predictions 
in generic LEC studies that are based in more favorable geographic 
locations. This plays to the strengths of small-scale thermodynamic 
power-generation (S-CHP) systems, which can benefit directly 
from TES as a part of their operation, relative to PV.
Such systems were considered based on thermodynamic 
vapor-phase heat-engine cycles undergone by organic working 
fluids, namely ORCs. ORCs are a relatively well-established and 
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mature technology compared to some of the aforementioned alter-
native technologies, such as the TFOs, which have not yet found 
technological maturity and commercial application to the extent 
that ORC systems have, with high efficiencies especially when 
used with higher temperatures heat sources and at larger scales. 
Specifically, ORC systems are particularly well-suited to the con-
version of low-to-medium-grade heat to mechanical or electrical 
work, and at an output power scale from kilowatts up to a few 10s 
of megawatts. Thermal efficiencies in excess of 25% are achievable 
at higher temperatures (i.e., with heat-source temperatures up to 
about 300–400°C), and efforts are currently in progress to develop 
improved systems by focusing on working fluid selection, the heat 
exchangers, and expansion machines at the scale of interest.
Models capable of accurate and reliable predictions of system 
performance were used to provide insight on operational char-
acteristics and performance. Challenges and opportunities were 
identified, and recommendations made for further improvements, 
in particular with regards to the minimization of thermodynamic 
losses inflicted by finite heat transfer effects. It was noted, beyond 
conventional loss mechanisms, that losses can arise from inher-
ently unsteady, conjugate and non-linear thermal processes and 
interactions between the working fluids within the systems of 
interest and the solid walls of key system components.
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